
OPERATIONS REPORT

        WATER QUALITY

04/10/01

                         COMPARISON OF CAMBRIDGE TAP WATER, MWRA TAP WATER 
                                              W/ EPA & STATE STANDARDS 

CWD MWRA CWD Primary(Health Related) Secondary

   FINISHED    FINISHED    FINISHED Maximum Contaminant (Aesthetic Related)

PARAMETER WATER(mg/l), 5/7/98 WATER(mg/l), 1/6/99 WATER(mg/l), 3/22/01 Level (MCL) MCL

Alkalinity 22 32 36

Aluminum N.D. N.D. <0.025 0.05-0.2

Arsenic N.D. N.D. <0.005 N.D. <0.005 0.05

Barium 0.023 N.D. <0.01 0.03 2

Cadmium N.D. N.D. <0.001 N.D. <0.002 0.005

Calcium 17 4.4 21

Chloride 69 17 88 250

Chromium N.D. N.D. <0.005 N.D. <0.010 0.1

Color 1 9 C.U. 1 15 color units

Conductivity 350 147 umhos/cm 430

Copper 0.006 N.D. <0.01 N.D. <0.01 1.3

Dissolved Solids 200 54 260 500

Fluoride 0.99 1.20 0.80 4

Free Chlorine 0.05 0.10 0.10

Hardness 58 15 74

Iron 0.098 N.D. <0.05 N.D. <0.05 0.3

Langlier (corrosion) Index: -0.4 -0.97 -0.09

Lead N.D. N.D. <0.001 N.D. <0.001 0.015

Magnesium 3.8 0.9 5.2

Manganese 0.006 N.D. <0.01 0.01 0.05

Mercury N.D. N.D.  < 0.0002 N.D.  < 0.0002 0.002

Nitrate 0.44 0.11 0.28 10

pH 9.01 8.8 8.46

Selenium N.D. N.D.  <0.002 N.D.  <0.005 0.05

Silicon 2.2 2.7 0.87

Silver N.D. N.D. <0.005 N.D. <0.010 0.1

Sodium 34 25 46

Standard Plate Count 0 0 0 500 C.F.U./1ml *

Sulfate 32 6.5 27 250

Total Chlorine 1.80 1.50 1.77

Total Coliform 0 0 0 0 C.F.U./100ml
Total Trihalomethanes 0.031 0.04 N.D.+ 0.1(four quarter avg.)

Turbidity 0.04 0.32 0
0.5 N.T.U filtered, 1.0 

N.T.U unfiltered

Zinc N.D. N.D.  <0.010 N.D.  <0.010 5

N.D. = Not Detected

* C.F.U./1ML = Colony Forming Units per 1 milliliter

+ trihalomethane value not a four quarter average

CWD FINISHED WATER  SAMPLE COLLECTED: 5/7/98 City Hall, 3/22/01 at Treatment Plant

MWRA SAMPLE COLLECTED: 1/6/99 City Hall

Analyzed by Alpha Analytical Laboratories.


